
DCPS ECE Sink and DCPS Requested Sink Filtration

POWELL ES LEAD WATER TEST RESULTS

Building Location: Building Name RECORD ID Date Analyzed Floor Device Type 1st Draw - Sample ID 2nd Draw - Sample ID

1 POWELL ELEMENTARY SCHOOL WS- 001754 12/12/2016 1 Combo Faucet In classroom B108 Left FT-122016-001754-A < 1 FT-122016-001754-B < 1

2 POWELL ELEMENTARY SCHOOL WS- 001758 12/12/2016 1 Combo Faucet In classroom A105 Left FT-122016-001758-A < 1 FT-122016-001758-B < 1

3 POWELL ELEMENTARY SCHOOL WS- 001762 12/12/2016 1 Combo Faucet In classroom A101 Left FT-122016-001762-A < 1 FT-122016-001762-B < 1

4 POWELL ELEMENTARY SCHOOL WS- 001765 12/12/2016 1 Combo Faucet In classroom A102 Left FT-122016-001765-A < 1 FT-122016-001765-B < 1

5 POWELL ELEMENTARY SCHOOL WS- 001767 12/12/2016 1 Combo Faucet In classroom A104 Left FT-122016-001767-A < 1 FT-122016-001767-B < 1

6 POWELL ELEMENTARY SCHOOL WS- 001768 12/12/2016 1 Combo Faucet In classroom A106 Left FT-122016-001768-A < 1 FT-122016-001768-B < 1

7 POWELL ELEMENTARY SCHOOL WS- 001770 12/12/2016 1 Combo Faucet In classroom B107 Left FT-122016-001770-A < 1 FT-122016-001770-B < 1

8 POWELL ELEMENTARY SCHOOL WS- 001773 12/12/2016 1 Combo Faucet In classroom B110 Left FT-122016-001773-A < 1 FT-122016-001773-B < 1

9 POWELL ELEMENTARY SCHOOL WS- 001776 12/12/2016 1 Combo Faucet In classroom C113 Left FT-122016-001776-A < 1 FT-122016-001776-B < 1

10 POWELL ELEMENTARY SCHOOL WS- 001778 ** 1 Combo Faucet In classroom C114 Left FT-122016-001778-A < 1 FT-122016-001778-B < 1

11 POWELL ELEMENTARY SCHOOL WS- 001780 12/13/2016 1 Combo Faucet In classroom C115 Left FT-122016-001780-A < 1 FT-122016-001780-B < 1

12 POWELL ELEMENTARY SCHOOL WS- 001782 12/13/2016 1 Combo Faucet In classroom C116 Left FT-122016-001782-A < 1 FT-122016-001782-B < 1

13 POWELL ELEMENTARY SCHOOL WS- 001785 12/13/2016 1 Combo Faucet In classroom C117 FT-122016-001785-A < 1 FT-122016-001785-B < 1

14 POWELL ELEMENTARY SCHOOL WS- 001787 12/13/2016 1 Combo Faucet In classroom C118 Left FT-122016-001787-A < 1 FT-122016-001787-B < 1

15 POWELL ELEMENTARY SCHOOL WS- 001788 12/13/2016 2 Break Room In breakroom B216 Left FT-122016-001788-A < 1 FT-122016-001788-B < 1

16 POWELL ELEMENTARY SCHOOL WS- 001792 12/13/2016 2 Combo Faucet In classroom C221 Left FT-122016-001792-A < 1 FT-122016-001792-B < 1

17 POWELL ELEMENTARY SCHOOL WS- 001793 12/13/2016 2 Combo Faucet In classroom C222 Left FT-122016-001793-A < 1 FT-122016-001793-B < 1

18 POWELL ELEMENTARY SCHOOL WS- 001796 12/13/2016 2 Combo Faucet In classroom C223 Left FT-122016-001796-A < 1 FT-122016-001796-B < 1

19 POWELL ELEMENTARY SCHOOL WS- 001798 12/13/2016 2 Combo Faucet In classroom C224 Left FT-122016-001798-A < 1 FT-122016-001798-B < 1

20 POWELL ELEMENTARY SCHOOL WS- 001799 12/13/2016 2 Combo Faucet In classroom A201 Left FT-122016-001799-A < 1 FT-122016-001799-B < 1

21 POWELL ELEMENTARY SCHOOL WS- 001803 12/13/2016 2 Combo Faucet In classroom A202 Left FT-122016-001803-A < 1 FT-122016-001803-B < 1

22 POWELL ELEMENTARY SCHOOL WS- 001805 12/13/2016 2 Combo Faucet In classroom A204 Left FT-122016-001805-A < 1 FT-122016-001805-B < 1

23 POWELL ELEMENTARY SCHOOL WS- 001807 12/13/2016 2 Combo Faucet In classroom A206 Right FT-122016-001807-A < 1 FT-122016-001807-B < 1

24 POWELL ELEMENTARY SCHOOL WS- 001811 12/13/2016 2 Combo Faucet In classroom A207 Left FT-122016-001811-A < 1 FT-122016-001811-B < 1

25 POWELL ELEMENTARY SCHOOL WS- 001813 12/13/2016 2 Combo Faucet In classroom B208 Left FT-122016-001813-A < 1 FT-122016-001813-B < 1

26 POWELL ELEMENTARY SCHOOL WS- 001816 12/13/2016 2 Combo Faucet In classroom B211 Left FT-122016-001816-A < 1 FT-122016-001816-B < 1

27 POWELL ELEMENTARY SCHOOL WS- 001818 12/13/2016 2 Combo Faucet In classroom B212 Left FT-122016-001818-A < 1 FT-122016-001818-B < 1

28 POWELL ELEMENTARY SCHOOL WS- 002445 12/13/2016 2 Break Room In break room B213 Left FT-102016-002445-A < 1 FT-102016-002445-B < 1

** 1st Draw and 2nd Draw analyzed on 12/12/2016 and 12/13/2016, respectively.
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